LBW-50 to IO-RAL-HU Wiring diagram

LBW-50 to Remote Alarm Wiring

LBW-50

TB6

Power Terminal

RED BLK

16 VAC or 24 VDC

WHT GRN

NC contact C contact

Alarm Relay Contacts NC C NO

NC = NORMAL CLOSE
C = COMMON
NO = NORMAL OPEN