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LBW-420(-1, -2) remote electrochemical sensor wiring
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LBW-420 Control Display board
(mounted inside door)

TB2
Remote Sensor Terminal block
(inside remote sensor box)

White wire and drain wire connected
to the “WHT” terminal

3 conductor 22AWG shielded cable
Up to 500’
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Connect EC sensor wire 1 (wire with blue stripe) to “BLK” 
terminal

Connect EC sensor wire 2 to “WHT” terminal

Connect EC sensor wire 3 to “REM” terminal
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